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Abstract 
The effects of the condenser type on the thermosyphon performance characteristics and the instability 
of the circulation flow were experimentally analyzed. Two types of condensers, shell-and-tube 
condenser and trapezoid reflux condenser were applied to the loop thermosyphon to compare its thermal 
performances and flow characteristics. The performance of loop thermosyphon was investigated 
according to working fluid filling ratio for each condenser type and the direct factors affecting the 
change of flow characteristics were analyzed. Series of experiments according to the input heat flux 
variation have shown that the change in the condenser type ultimately changes the subcooling amount 
at the inlet of the evaporator greatly. In particular, the use of the reflux condenser greatly reduced this 
subcooling and increased the overall thermosyphon circulating flow rate. Numerical modeling was also 
developed to predict the operating characteristics and circulation flow rate of the loop thermosyphon, 
and the model predictions were compared with experimental results with various conditions. Based on 
the experimental results of the two condensers, the error rate of the circulating flow rate prediction 
according to the supercooling amount change at the evaporator inlet was confirmed to be within 5 % 
prediction error. 
Additional research has been conducted exploring the generation of electrical energy using the intrinsic 
instability of circulating flow in the thermosyphon. A flow triboelectricity generator consisting of a 
hydrophobic FEP tube and metal electrodes was installed at the condenser outlet of the loop 
thermosyphon to examine the possibility of electrical energy generation through friction between the 
working fluid flow and the FEP tube wall. Due to the instability of the thermosyphon flow, the 
fluctuation of the liquid column makes it possible to generate static electricity by continuous friction 
with the metal electrode. Electrode combinations were investigated by measuring the open circuit 
voltage according to the electrode arrangement of the triboelectric generator, exploring the electrical 
energy generation mechanism and generating the maximum voltage. The shape of the flow triboelectric 
generator optimized for the loop thermosyphon was investigated according to the thickness of the FEP 
tube insulator and the width of the electrode, and the charging performance of the electric energy from 
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Symbol  Unit 
A Area [𝑚2] 
D Diameter of inner [𝑚] 
𝒇 Friction coefficient [−] 
G Mass flux [𝑘𝑔/𝑚2 ∙ 𝑠] 
g Gravity [𝑚/𝑠2] 
L Length [𝑚] 
H Height [𝑚] 
m Mass [𝑘𝑔] 
?̇? Mass flow rate [𝑘𝑔/𝑠] 
𝛥𝑃 Pressure drop [𝑁/𝑚2] 
Q Heat amount [W] 
Re Renolds number [−] 
V Velocity [𝑚/𝑠] 
x Vapor quality [−] 
Greek   
a Void fraction [−] 
𝝓2 Two-phase multiplier [−] 
𝝆 Density [𝑘𝑔/𝑚3] 















con Condenser  
eva Evaporator  
l Liquid phase  
v Vapor phase  





















The loop thermosyphon is an effective device to transfer the thermal energy between heat source and 
heat sink through phase-change of the working fluid. The loop thermosyphon can be divided into an 
evaporator part and a condenser part, where the working fluid in the loop thermosyphon turns into a 
vapor state by the heat input in the evaporator part and the vapor rises to the condenser part through the 
insulation part. The vapor condenses in condenser to the liquid state after heat exchange and finally 
returns to the evaporator by gravity. In principle, loop thermosyphon can be operated by gravity, but the 
evaporator section must be located below the gravitational field (compared to condenser). Loop 
thermosyphon is widely used as various applications, such as waste heat system, solar collector and 
electronic cooling by high thermal performance through the phase-change of the working fluid, stable 
operating conditions and simple structure [1], [2], [3], [4], [5]. 
Because the circulation of the working fluid in the loop thermosyphon is a very complex thermodynamic 
process, the temperature change of loop thermosyphon will result in the variations of the temperature, 
pressure and liquid or vapor distribution of the other components and eventually affect the overall 
thermal performance of the loop thermosyphon. For verification factor affecting the overall thermal 
performance of the loop thermosyphon, number of experimental investigations pertaining to the 
improvement of thermosyphon design and performance have been reported in years [6].  
Singh et al [7] investigated heat input range of 50–300W and at various filling ratio (40%, 60% and 
100%). It was found that filling ratio and heat input have a significant effect on the performance of the 
thermosyphon. Also, some researchers have investigated the performance of a thermosyphon using 
different working fluids like water, ethanol, methanol, acetone. Patel et al [8] and Pramod et al [9], 
experimentally, investigated performance of thermosyphon which the filling ratio was 50% with pure 
and binary fluids. The authors concluded that for pure acetone gives better thermal performance, and in 
the case of a binary mixture water-methanol gave the more performance. Also, the water charged 
thermosyphon was found to give a best thermal performance. Khandekar et al. [10] studied the overall 
thermal resistance of closed thermosyphon using pure water and various water based nanofluids as 
working fluids. They observed that all these nanofluids show inferior thermal performance than pure 
water since nucleation sites were closed by the deposition of the nanoparticles. Noie [11] experimentally 
analyzed the effects of the input heat transfer rates, the working fluid filling ratio, and the evaporator 
lengths (aspect ratios) on the heat transfer performance in closed thermosyphon. The filling ratio in his 
study was defined differently as the ratio of working fluid volume to the volume of the evaporator part. 
9 
For aspect ratios of 11.8, 9.8 and 7.45 the corresponding filling ratios for maximum heat transfer rate 
are 60%, 30% and 90%, respectively. Through previous research, operation characteristic and thermal 
performance of the loop thermosyphon is affected by several factors such as the type of working fluid, 
filling ratio (defined as the ratio of working fluid volume to condenser outlet vertical column), aspect 
ratio, operating pressure and length of various sections of the pipe [12]. Beside study on the operation 
characteristics and factors affecting thermal performance of thermosyphon, many previous studies have 
been conducted on condensers that are closely related to the performance characteristics of loop 
thermosyphon.  
Condenser in thermosyphon play a role of making from the vapor phase-changed by the heat source 
into liquid through heat exchange with air or water. In this process latent heat is given up by the warm 
side process fluid and transferred to the cold side process fluid respectively ambient on the condenser 
[13]. Since the cooling method and type of condenser have a great influence on the operation 
characteristics and heat transfer performance of thermosyphon, many researchers have focused on the 
condenser design and study [14]. In the past few years there were realized several developments to 
improve the thermal effectiveness of condenser. New types of tube-side turbulence promoters and tube 
supports have been successfully introduced [15]. 
Rozzi et al. [16] examined the influence on heat transfer in a shell and tube heat exchanger using 
Newtonian/non-Newtonian fluids as the working fluids. Vicente et al. [17] carried out an experiment to 
study the heat transfer in corrugated tubes for laminar and turbulent flows using water and ethylene 
glycol as the working fluid. They observed that the corrugated tubes provide higher heat transfer and 
friction factor up to 30% and 25% than the smooth tube. Dong et al. [18] presented the heat transfer and 
friction factor characteristics in a spirally corrugated tube using water and oil as the working fluids. 
Their results revealed that the heat transfer coefficient and friction factor of the corrugated tube are 
higher than those of the smooth tube up to 120% and 160%, respectively. Laohalertdecha and 
Wongwises [19] performed an experimental work to examine the heat transfer coefficient and pressure 
drop in reflux condenser corrugated tubes by using R-134a as the working fluid. home et al. [20] put 
forward that the proper application of tubular heat transfer increase be able to reduce heat exchanger 
tubing linear footage by 25–75% compared with conventional plain tube units. Hosseini et al. [21] 
experimentally investigated the effect of different types of external tube surfaces on shell-side heat 
transfer coefficient and pressure drop of a shell and tube heat exchanger. The results showed that the 
performance of the heat exchanger greatly improved for micro-finned tubes at a higher reynolds number.  
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There are also a few researchers who have studied the effect of leakage flow on thermal performance 
of shell-and-tube heat exchangers. Roetzel and Lee [22] experimentally investigated the leakage flow 
in shell-and-tube heat exchangers with segmental baffles. They found that the shell-baffle leakage has 
great influence on the apparent overall heat transfer coefficient, which is based on the ideal plug flow 
model. Li and Kottke [23] performed experiments to determine the response of the pressure drop and 
local heat transfer on the shell-side of shell and tube heat exchanger to a change in the leakage between 
baffles and shell in the fully developed regime. They found that the leakage between baffles and shell 
can greatly reduce the pressure drop and the per-compartment average heat transfer coefficient. 
Many previous studies on loop thermosyphon and condenser have focused on improving heat transfer 
and cooling the working fluid based on the type of working fluid, aspect ratio, filling rate, tube surface 
change, and so on. However, there is a lack of comparative studies on the effects of condenser types 
and structural differences on the loop thermosyphon and the consequences should be considered.  
Therefore, the purpose of this study is to construct a laboratory-scale loop thermosyphon system and 
investigate and compare the performance characteristics of two self-manufactured condenser types.   
In addition, I examine the effect of the structural change of the condenser on loop thermosyphon and 
based on the experimental results, numerical modeling conducted the operating characteristics of loop 












In the flow instability one of the characteristics of loop thermosyphon, I propose an energy harvesting 
method to harvest electrical energy using friction energy between working fluid and pipe at condenser 
outlet of loop thermosyphon. 
 
Figure 1. Schematic diagram for flow instability of loop thermosyphon 
As mentioned earlier, when the evaporator is heated up the liquid starts boiling and vapor-liquid rises 
and condenses on the along the wall. Vapor-fluid also decrease pressure due to wall friction and indicate 
backflow phenomenon by gravity. This backflow of working fluid causes flow instability at condenser 
outlet of loop thermosyphon [24], [25]. 
Figure 1 is a schematic diagram showing the fluctuation at the condenser outlet according to the flow 
instability of the loop thermosyphon. Backflow phenomenon of working fluid by gravity at the 
evaporator mentioned above is very closely related to the fluctuation at condenser outlet of the loop 
thermosyphon. When backflow occurs, water column at condenser outlet has risen and decreased and 
continuous friction between the working fluid and the tube has been observed. These friction between 
the working fluid and the tube is contact electricity known as triboelectricity, which causes spontaneous 
charge generation on the two separated surfaces [26-29]. In other word, a phenomenon occurs in which 
an electric charge imbalance occurs due to friction between two objects and a spontaneous movement 
of free electrons is performed to recover an unbalanced electric potential difference [30-32].         
In order to utilize the movement phenomenon of free electrons by friction between these two objects, a 
device called triboelectric generator has recently been attracting attention and energy generated from 
nature such as wind, heat and vibration of the surrounding environment harvesting and is converted into 
electrical energy, many studies are under way [30–37].  
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Based on this concept, I considered the triboelectric generator to effectively use up the friction energy 
consumed between the working fluid and the tube due to the flow instability at the condenser outlet of 
the loop thermosyphon. The triboelectric generator has the advantage of producing electrical output 
with high efficiency using cyclic contact and separation of two materials with different triboelectric 
polarities [38-40].  
Until 2013, the triboelectric generator normally utilized two solid-phase polymers as contact materials 
because of their high Triboelectric polarity and concomitant high electrical output level. Therefore, a 
conventional triboelectric generator system works in a relatively dry environment to provide stable 
electrical output, because the presence of water would significantly suppress the solid–solid contact 
electrification phenomenon [39]. However, piezoelectric and triboelectric generator using such a solid-
solid contact electrification phenomenon require a special dielectric and process are costly have 
durability problem due to abrasion caused by friction. Also, disadvantages to the problems of noise and 
external contamination and there is a problem that it is difficult to increase the efficiency because 
electricity is produced only in a specific direction [40].  
To overcome the disadvantages of these solid-solid triboelectric generator, by using the concept that 
triboelectricity occurs when water contacts the polymer surface, a water-driven triboelectric generator 
utilizing solid– water contact electrification was first suggested by Wang’s group in 2013 [41].    
Given the nature of water, a water-driven triboelectric generator has several advantages, such as 
independence with humidity and robustness, compared to conventional triboelectric generator designed 
for contact among solid materials [41].  
With reference to prior studies, application of polymeric polymer tubes at the condenser outlet in loop 
thermosyphon and showing the electrical energy generation in system units not previously studied using 
friction between the working fluid due to flow instability and the polymer. By applying a triboelectric 
generator which is limited to existing small-scale, units to the loop thermosyphon, it can show the high 
utilization potential of the triboelectric generator and shows many possibilities for producing alternative 
energy. In addition, I have determined the relationship between flow instability and electrical energy 
generation in the loop thermosyphon, measured the open circuit voltage according to the electrode 





2. Effect of condenser type change on loop thermosyphon performance 
2.1. Loop thermosyphon design and numerical modeling 
 
Figure 2. Schematic of loop thermosyphon 
The schematic of the experimental device used to investigate the operating characteristics and 
circulation flowrate characteristics according to the condenser change of loop thermosyphon is shown 
in Figure 2. Loop thermosyphon consists of evaporator, condenser, and water bath for coolant supply 
to condenser. The working fluid evaporated through evaporator rises along connected stainless pipe and 
changes into liquid after heat exchange by coolant flowing from condenser. The working fluid that are 
phase-changed into liquid and have increased density flow along the pipe by gravity and are circulated 
by the pressure difference of loop thermosyphon. As we know, loop thermosyphon is a natural 
circulation driven by gravity and the total pressure of the thermosyphon is equal to the pressure caused 
by the difference in the height of the water column at the condenser outlet.  
Therefore, rational determination of the total sum of the pressures drop and the height of the water 
columns in each section of the thermosyphon is the most important factor in predicting the flowrate of 
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the thermosyphon and the phase change of the working fluid for each part should be considered. 
Numerical modeling determined the pressure drop and the height of the water column at the condenser 
outlet based on the phase change of the working fluid and the mass preservation in each part. Based on 
the above analysis, the parameter model of the loop thermosyphon was established and the assumption 
is as follows. 
(1) Flow and heat transmission of the fluid are in a steady state. 
(2) All components are insulated from the outside. 
(3) All heat is supplied from the evaporator and all heat is released from the condenser.  
In this numerical modeling, the working fluid was applied to the phase change process according to the 
quality change in each part. Part 1 and 2 reflect the pressure drop based on the single phase because the 
working fluid is liquid after heat exchange in the condenser and Part 3 and 5 show the phase change 
process of the evaporator and condenser according to the quality change. As a result, the pressure drop 
of the single phase and the two phases was reflected and the Part 4 was applied to the two-phase pressure 
drop without changing the quality assuming that it was a complete insulation from the outside.        
In Part 5, the height of the water column at the condenser outlet was obtained based on the mass change 
of the working fluid generated in each part, and the reliability of the modeling was shown through the 
difference of the total pressure drop in each part and the pressure drop according to the water column 
change. 
Part 1 and 2 : Bottom – Evaporator inlet (Single Phase) 
As mentioned above, the working fluid flowing through thermosyphon can be divided into single phase 
and two-phase flows according to phase change, and the pressure drop process of each part is also 
applied differently. In Parts 1 and 2 are three in total, resulting in a 90° bend friction pressure drop at 
both end of the pipe and friction drop and an expansion-reduction friction pressure drop in the coriolis 
flowmeter. The single-phase flow friction pressure drop and bend friction pressure drop can be 
calculated form classical fluid flow such as Fox et al. (1999) and Chisholm the B-type equation (1980) 
[42]. In this study, modified the pressure drop equation as a function of mass flowrate. 











                          (1) 
where x/d equivalent length, used the value of 12 







                            (2)
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                (𝑓𝑜𝑟 𝑙𝑎𝑚𝑖𝑛𝑎𝑟 𝑓𝑙𝑜𝑤)     (3) 
𝑓𝑏 = 0.3164 ∙ 𝑅𝑒 
−0.25      (𝑓𝑜𝑟 𝑡𝑢𝑟𝑏𝑢𝑙𝑒𝑛𝑡 𝑓𝑙𝑜𝑤)   (4) 
Where, Re is the reynolds number and is defined as 
𝑅𝑒 =
𝜌 ∙ 𝑉 ∙ 𝐷
𝜇
                                   (5) 
The pressure drop in parts 1 and 2 is determined by the initial values and changed through iteration. 
The pressure drop generated in the flowmeter are calculated as follows as and the loss coefficient K is 
reflected as 0.24 according to the expansion-reduction pipe area ratio of Borda-Carnot [43]. 






                    (6) 
Part 3 and 5 : Evaporator and Condenser (Two Phase) 
Part 3 shows pressure drop in evaporator and working fluid is phased from liquid to vapor.         
The two-phase condition of the working fluid was set according to the quality and the single phase and 
two-phase pressure drop equation were divided according to the phase change of the working fluid. In 
the case of the single phase, the pipe friction drop mentioned in Part 1 and 2 was used and the pressure 
drop is added due to the vertical tube of the evaporator to the reverse direction of gravity. 
𝛥𝑃𝑔 = 𝜌 ∙ 𝑔 ∙ 𝐿𝑒𝑣𝑎                               (7) 
𝐶𝑝  is derived by temperature and pressure and according to the thermal energy equation, the 




+ 𝑇𝑒𝑣𝑎.𝑗−1                          (8) 
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When the temperature at the single phase is equal to the saturation temperature at the evaporator 
pressure, it is considered as the two-phase state and the calculation is proceeded according to the initial 
set 𝑥(quality) = 0.001. In the two phase state, the pressure gradient of the evaporator consists of three 
parts : friction, gravity, and acceleration.  
The pressure gradients are indicated by the following subscripts 𝑓. 𝑡𝑤𝑜, 𝑔. 𝑡𝑤𝑜 and 𝑎. 𝑡𝑤𝑜. 
𝛥𝑃 = 𝛥𝑃𝑓.𝑡𝑤𝑜 + 𝛥𝑃𝑔.𝑡𝑤𝑜 + 𝛥𝑃𝑎.𝑡𝑤𝑜                        (9) 




∙ 𝑓𝑡𝑝 ∙ (𝐺)
2 ∙ (𝑣𝑓 + 𝑥 ∙ 𝑣𝑓𝑔)                   (10) 




                                   (11) 
The friction coefficient for turbulent flow is computed as 





  (𝐶𝑓𝑟𝑒 = 0.079, 𝑆 = 0.25)              (12) 
Where, two-phase viscosity was applied to McAdams model [45]. 






                              (13) 
Pressure drop by two phase gravity is shown as follows 
𝛥𝑃𝑓.𝑡𝑤𝑜 = 𝜌𝑚 ∙ 𝑔 ∙ 𝐿𝑒𝑣𝑎                              (14) 
Where, 𝜌𝑚 is a two phase mixture density, which depends on the void fraction, 
𝜌𝑚 = 𝜌𝑙 ∙ (1 − 𝛼) + 𝜌𝑔 ∙ 𝛼                          (15) 
The void fraction of two-phase was calculated using the Zivi void fraction model [46]. 
𝛼 =  
1
1 +  [
1 − 𝑥
𝑥







                       (16) 
The change in quality is as follows and the enthalpy vaporization can be derived as the saturation
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+ 𝑥𝑗−1                           (17) 
Acceleration pressure drops are caused the velocity change by changes in the quality and void fraction 
and it is defined as 
𝛥𝑃𝑎.𝑡𝑤𝑜 = 𝐺
2 ∙ 𝑣𝑓𝑔 ∙ 𝑞𝑓𝑙𝑢𝑥 ∙  [
𝐷
?̇? ∙  ℎ𝑓𝑔
]                  (18) 
In the case of a condenser of Part 5, it is assumed that the pressure drop in evaporator is reversed and 
all heat escape to the condenser. Calculation is performed to single phase from two phase and the quality 
of the condenser exit is always assumed to be zero. 
Part 4 : Rising tube – Condenser inlet (Two Phase) 
This numerical modeling has not changed quality since it assumed that there is no heat loss from the 
outside. Therefore, the pressure gradient of Part 4 is as follows and a two phase bend pressure drop is 
added. 
𝛥𝑃 = 𝛥𝑃𝑓.𝑡𝑤𝑜 + 𝛥𝑃𝑔.𝑡𝑤𝑜 + 𝛥𝑃𝑏.𝑡𝑤𝑜                      (19) 
The friction pressure drop equation in this part applied to Müller-Steinhagen and HeckCorrelation, a 
Separate Flow Model [47]. 
𝛥𝑃𝑓.𝑡𝑤𝑜 = 𝛥𝑃𝑓.𝑙 + 2 ∙ 𝑥 ∙ (𝛥𝑃𝑓.𝑙 − 𝛥𝑃𝑓.𝑣)](1 − 𝑥)
1
3 + 𝛥𝑃𝑓.𝑣 ∙ 𝑥
3 ∙ 𝐿𝑟𝑖𝑠𝑖𝑛𝑔       (20) 
Where, 𝑑𝑃𝑓.𝑙 and 𝑑𝑃𝑓.𝑣 are expressed as single-phase friction pressure drops of only liquid and vapor, 
respectively, 






                             (21) 
























0.2,    𝑅𝑒𝑘 > 20,000                      (25) 
Pressure drop acting in the opposite direction of gravity is applied identically to the Part 3 equation.  
The two-phase bend pressure drop was changed to a function for mass flow rate by referring to 
Chisholm the B-type equation (1980). 
where x/d equivalent length, used the value of 12 






2 ∙ 𝜌 ∙ 𝐷
∙ Φ2                     (26)  
The definition of two-phase multiplier is as follows 
Φ2 = 1 + (
𝜌𝑙
𝜌𝑣
− 1) ∙ (𝑚𝑢𝑙𝑡𝑖𝑏 ∙ 𝑥 ∙ (1 − 𝑥) + 𝑥                 (27) 
Where, r/d ratio of bend and tube diameter used value 2 
𝑚𝑢𝑙𝑡𝑖𝑏 = 1 + (
2.2
𝑓𝑏.𝑡𝑤𝑜  ∙  
𝑥
𝑑




)                   (28) 
The friction loss coefficient was expressed as a function of friction pressure drop in single-phase liquid 
and vapor. 
𝑓𝑏.𝑡𝑤𝑜 = 𝛥𝑃𝑓.𝑙 ∙ (1 − 𝑥) + 𝛥𝑃𝑓.𝑣 ∙ 𝑥                      (29) 
Part 6 : Water Column 
The part after condenser predicts the characteristics of thermosyphon using the difference of the sum of 
all previous part pressure drop and pressure according to water column change. 𝐻𝑠𝑦𝑠 shows the length 
of the vertical pillar of the condenser exit and the filing ratio(𝐹𝑅) shows as the ratio of the length of 
water column about the 𝐻𝑠𝑦𝑠 length 
𝐻𝑖𝑛𝑖𝑡𝑖𝑎𝑙 = 𝐻𝑠𝑦𝑠 ∙ 𝐹𝑅                             (30) 
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Before the operation of thermosyphon, the initial mass of the entire working fluid can be obtained as 
follows: 
𝑚𝑖𝑛𝑖𝑡𝑖𝑎𝑙 = 2 ∙ 𝜌 ∙ 𝐴𝑐 ∙ 𝐻𝑖𝑛𝑖𝑡𝑖𝑎𝑙 + 𝜌 ∙ 𝐿𝑏 ∙ 𝐴𝑐                     (31) 
The mass variation of liquid by phase change in evaporator, rising tube, and condenser can be defined 
as follows through mass conservation. 
𝑚𝑙𝑖𝑞𝑢𝑖𝑑 = 𝑚𝑖𝑛𝑖𝑡𝑖𝑎𝑙 − 𝑚𝑒𝑣𝑎 − 𝑚𝑟𝑖𝑠𝑖𝑛𝑔 − 𝑚𝑐𝑜𝑛                   (32) 
The mass variations according to the phase change in the evaporator, the rising tube, and the condenser 
were defined as follows. 
𝑚𝑒𝑣𝑎 = 𝜌𝑙 ∙ 𝐿𝑒𝑣𝑎 ∙ 𝐴𝑐 + 𝜌𝑣 ∙ 𝐿𝑒𝑣𝑎 ∙ 𝐴𝑐                     (33) 
𝑚𝑟𝑖𝑠𝑖𝑛𝑔 = 𝜌 ∙ (1 − 𝛼) + 𝜌 ∙ 𝛼 ∙ 𝐴𝑐 ∙ 𝐿𝑟𝑖𝑠𝑖𝑛𝑔                   (34) 
𝑚𝑐𝑜𝑛 = 𝑚𝑒𝑣𝑎 ∙  
𝐿𝑐𝑜𝑛
𝐿𝑒𝑣𝑎 
                          (35) 
The water column changes according to the mass change of the liquid are defined as follows. 
𝐻𝑜𝑝𝑒𝑟𝑎𝑡𝑖𝑜𝑛 =
𝑚𝑖𝑛𝑖𝑡𝑖𝑎𝑙 − 𝜌 ∙ 𝐴𝑐 ∙ 𝐿𝑏
𝜌 ∙ 𝐴𝑐
                     (36) 
The pressures drop following the water column changes were defined as follows. 
𝛥𝑃ℎ𝑒𝑎𝑑 = 𝜌 ∙ 𝑔 ∙ (𝐻𝑖𝑛𝑖𝑡𝑖𝑎𝑙 − 𝐻𝑜𝑝𝑒𝑟𝑎𝑡𝑖𝑜𝑛)                  (37) 
Finally, modeling is completed based on the difference of pressure drop by the water column and the 
pressure drop occurring in all parts, and the mass flow of each part is calculated as a variable.  
𝛥𝑃𝑡𝑜𝑡𝑎𝑙 − 𝛥𝑃ℎ𝑒𝑎𝑑                               (38) 









Figure 3. Numerical modeling diagram in loop thermosyphon 
The detailed system-solving flowchart is presented in Figure 3 and used the software Engineering 
Equation Solver. To start the calculation, the initial values such as 𝑃𝑏 , 𝑃𝑏 , 𝑄 , 𝐹𝑅 and ?̇? are 
specified based on the experimental values. Then, the difference of pressure drop according to the 
pressure drop and water column change of each part is repeatedly calculated by varying the ?̇? until it 







2.2. Condenser type 
 
Figure 4. Condenser type applied to thermosyphon 
Figure 4 (a), (b) is two types of condenser used in this study. Figure 4 (a) is a condenser of shell and 
tube type, in which working fluid flows into a stainless tube with a length of 360 mm and a diameter of 
40 mm and seven copper tubes with a diameter of 5 mm are divided. Through the copper pipe, the 
working fluid is divided after entering and the condensation process occurs according to the length. 
There are two tubes with a diameter of 28 mm and a length of 45 mm outside the condenser, which will 
allow coolant to flow in and exit after convection heat exchange with working fluid. 
Figure 4 (b) is a stainless trapezoid reflux condenser with a length of 400mm and a width of 230 mm, 
with a copper coil of 3.175 mm outer diameter and 1 mm thick in the center of the condenser. The 
copper coil is a pipe through which coolant flow and the working fluid entering into the condenser and 
the working fluid condensed after convection heat exchange are dropped by gravity. then, it flows 
according to the tilted shape and circulated in loop thermosyphon.  
In this study, the flowrate and operation characteristics of loop thermosyphon according to condenser 





2.3. Loop thermosyphon experiment setup and method 
 
Figure 5. Structure of loop thermosyphon and measurement locations 
Figure 5 (a), (b) shows the experiment device of loop thermosyphon according to the condenser change 
above mentioned. The connected pipes of loop thermosyphon were fabricated using stainless steel pipes 
with a diameter of 12.7mm and a thickness of 2mm and the working fluid is DI water. It consists of an 
evaporator, a condenser, and a water bath for coolant supply. The evaporator of thermosyphon consists 
of a copper plate heater of 120mm x 215mm x 30mm and the bolts are fastened to both sides of each 
plate to fix outside of the copper pipe and the ceramic insulation is added around the evaporator for 
insulation from the outside. The heater was powered by a variable transformer and the power was 
measured using a multimeter. The water bath for supplying coolant to condenser was connected to 
flowmeter to control the supply flowrate and in this experiment, the same supply flow rate of 20ml/min 
was carried out.  
To measure the pressure, temperature and flowrate changes by the phase change that occurs when the 
working fluid circulates in thermosyphon, five pressure transducers and seven T-type thermocouples 
were inserted into each part of the stainless pipe and the flowrate is measured when the working fluid 
passes through the coriolis flowmeter in the horizontal tubes of thermosyphon.  
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The measured position was set up with a pressure transducer and a thermocouple at the inlet and outlet 
of the evaporator, condenser, and coolant and flowmeter was installed at the center of the horizontal 
tube of the thermosyphon and it was marked as a red point of Figure 5 (a), (b). For data collection of 
the measurement location, recorded it using DAQ system and labview of national instruments 
After loop thermosyphon was designed, leakage test was performed before start experiment and the 
loop thermosyphon was filled with high pressure nitrogen gas and the pressure was adjusted by a double 
gauge high pressure piston controller and all valves connected to the outside were locked. The system 
was left intact for 24 hours and the change in pressure gauge was observed through labview and the 
change in pressure was not recorded for 24 hours. Finally, the leakage test was successfully completed 
and after valve open nitrogen gas in the thermosyphon removed. 
The experiment of loop thermosyphon according to condenser change was carried out under the same 
conditions and the experiment method opened the valve connected to reservoir and supplied DI water, 
which is the working fluid, through the upper inlet part of reservoir. Then, the height of the working 
fluids in exit vertical stainless tube of the condenser of thermosyphon and the level of the reservoir 
match the filing ratio. after the valve in which reservoir and thermosyphon are connected is closed and 
after pressure with outside is secluded and then activate the water bath for coolant supply to the 
condenser. The supplied coolant flowrate is controlled through the flowmeter. Finally, the power meter 
is operated to supply heat source to the evaporator to operate the evaporator composed of six electric 
strip heaters and the minimum heat input used in this experiment was 200W and the maximum heat 
input was 600W. The temperature and pressure of the measurement location were considered to steady 
state when the temperature and pressure of the measurement location were constant over time and this 










2.4. Results and discussions 
2.4.1. Comparison of operation characteristics according to condenser 
 
Figure 6. Characteristics of pressure, temperature and flowrate with condenser type  
I compared the operation characteristics of the two condensers applied to the loop thermosyphon 
mentioned above according to supply heat amount and both cases were subjected to the same coolant 
flowrate at FR 70 and steady state 500 second. Figure 6 (a), (b) and (c) show the temperature and 
pressure of the loop thermosyphon in the shell and tube condenser and (d), (e) and (f) show the trapezoid 
reflux condenser. 
both cases showed increased pressure, temperature and flowrate due to increased evaporation and 
condensation of working fluids as the heat amount increased. In addition, the biggest difference between 
the two results was the CONDout temperature and flowrate higher in the trapezoid reflux condenser than 
shell and tube condenser. The CONDout temperature of the trapezoid reflux condenser was measured at 
temperature of 13 ~ 30℃ higher than the shell and tube condenser under all heat mount conditions.   
The increase in the CONDout can be seen as an increase in the flowrate because the working fluid 





Figure 7. Flowrate characteristics according to FR and heat amount with condenser type  
It can be seen that the change of CONDout due to the difference of condenser mentioned above has a 
great influence on the flowrate characteristic results. To confirm the change in the flowrate 
characteristics with these condenser differences, the results were compared under the heat amount and 
FR conditions. Figure 7 (a) and (b) show the result of comparing the flowrate characteristics at the heat 
amount and the FR condition according to the difference of the condenser. 
When comparing the two results, the flowrate characteristics of the trapezoid reflux condenser show 
very high results under all conditions, with a difference of about 0.2 to 1.5 g/s. In particular, the 
difference in flowrate characteristics between the two condensers does not vary significantly with 
changes in FR at low heat amount but becomes more apparent as the heat amount increases.  This is 
because as the heat amount increases, the evaporation amount of the working fluid increases, and the 
temperature of the CONDout is further increased. Accordingly, the temperature of the working fluid 










2.4.2. Flow visualization comparison at evaporator and condenser outlet 
The difference in the CONDout due to the condenser change mentioned above causes a difference in 
temperature of the working fluid flowing into the evaporator, resulting in a difference in evaporation 
amount at the evaporator. To understand the affection of evaporator due to the change of these condenser 
outlet temperature, flow pattern was compared through the sight glass tube at the evaporator outlet. The 
flow pattern visualization was photographed with 1000 frames per second using a high-speed camera 
and for accuracy, repeatedly was performed. 
 
Figure 8. Comparison of flow characteristics at evaporator outlet 
Figure 8 (a), (b), (c), (d) shows the flow pattern characteristics at the evaporator outlet of shell and tube 
condenser and trapezoid reflux condenser in FR 70, 300W, 600W as experimental conditions.  
At Figure 8. (a), (c), show long slug flow patterns, which do not change over time. The slug flow 
decreased along the stainless tube due to the condensation according to length and resulting in a 
backflow phenomenon due to effect of gravity due to increase of density. This rising in the slug flow 
occurs more frequently as the heat amount increases, and the backflow and rising of the working fluid 
coexist. However, in Fig. 8 (b) and (d), a flow pattern showing a different kind of high quality was 
observed and the evaporation frequency also greatly increased. Due to the increase of the evaporation 
frequency, evaporation was influence more rising of working fluid between backflow and rising of the 
working fluid. 
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In general, the flowrate characteristics exhibit flow pattern of low quality as the flowrate increases but 
exhibit high quality characteristics in actual flow visualization. The result is that the temperature of the 
working fluid flowing into the evaporator increases due to the change of the condenser outlet 
temperature due to the condenser change mentioned above and the difference in evaporation amount at 
the same amount of supplied heat is generated.  
Therefore, the evaporation amount is increased and the circulating flowrate characteristics of the loop 
thermospyhon are greatly increased. 
 
Figure 9. Comparison of Tsubcooling at evaporator with condenser type  
The temperature of the working fluid entering the evaporator due to the condenser change has a 
significant effect on the circulating flowrate of the loop thermosyphon. To confirm this effect, the 
Tsubcooling of the evaporator according to condenser change was compared and the Tsubccoling was defined 
as the value obtained by subtracting the temperature of the working fluid entering from the saturation 
temperature of the working fluid in evaporator. 
Figure 9 (a) and (b) show the change in Tsubcooling due to FR and heat amount changes in two condensers. 
Comparing the two results, the trapezoid reflux condenser showed lower Tsubcooling results in all sections 
than the shell and tube condenser. 
At 200W, the Tsubcooling of the two condensers shows a difference of about 5℃ and at 600W shows a 
difference of up to 20℃. The difference the flowrate characteristics and the Tsubcooling of the two 
condensers was small in low heat amount, but the difference of flowrate characteristics and the Tusbcooling 
was found to be larger as heat amount increased. 
Therefore, it can be seen that change of the evaporator Tsubcooling due to the change of the condenser 
greatly influences the circulating flowrate characteristics of the loop thermosyphon. 
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2.4.3. Analysis of condenser structural difference 
 
Figure 10. Analysis of performance change by condenser type  
The change of the flowrate characteristic of loop thermosyphon is associated with the Tsubcooling of the 
evaporator, which is related to the condensation mechanism of the working fluid by structural difference 
of the condenser. To explain the condensation mechanism each condenser, the Figure 10 (a) shows 
condensation mechanism of working fluid in shell and tube condenser and the Figure 10 (b) trapezoid 
reflux condenser.   
In the case of shell and tube condenser, the evaporated vapor and a small amount of liquid come into 
the seven tubes in the condenser mentioned above. The coolant then flows through the two tubes on the 
outside of the condenser and the steam and a small amount of liquid are phase-changed and cooled to 
liquid through convection heat exchange with coolant. In addition, the shell and tube condenser can be 
seen to have additional cooling along the length by the coolant even after condensation. 
On the other hand, the trapezoid reflux condenser has a coil with a flowing coolant in the center of the 
condenser and the vapor with low density moves to the space above the condenser, condenses after 
convection heat exchange and falls downward by gravity. Subsequently, condensed liquid falled by 
gravity flows along the inclined side. The biggest difference between these two condensers is the 
occurrence with coolant of additional cooling of condensed liquids.  
For shell and tube condenser, the condenser outlet temperature is low because the condensed fluid 
causes additional cooling depending on the coolant and length. On the other hand, the trapezoid reflux 
condenser has a relatively high temperature at the condenser outlet because the condensed fluid only 
generates cooling according to the length, which results in a low of Tsubcooling at the evaporator. 
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Therefore, the structural difference of the condenser causes the Tsubcooling change in evaporator and the 
evaporation is more frequent even if the same heat amount is supplied from the evaporator, so the 
flowrate characteristics are increase. 
2.4.4. Comparison of modeling results and performance prediction 
 
Figure 4. Comparison of thermosyphon modeling results and experimental results 
at shell and tube condenser 
Based on the experimental results of loop thermosyphon due to condenser change, we propose a method 
to predict the performance of thermosyphon through Numerical modeling described above. Based on 
the initial value at Bottom, the pressure, temperature and flow rate of each section according flowrate 
change were compared with the actual data.  
Figure 11 (a) and (b) represent the calculation result of the pressure and temperature in each part of 
shell and tube condenser through modeling. When compared with the actual experimental results 
according to the heat amount and FR showed similar tendency, and both results showed a rapid pressure 
drop in the evaporator. This indicates that the pressure drop by friction, gravity, and acceleration in the 
two phase is dominant.
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In the modeling described above, the equation of all pressure drops was modified for the flowrate, which 
is a variable condition, and the experimental results were compared in Figure 11 (c), which is the 
modeling result. However, the modeling results may differ slightly from the experimental results 
because the measured mean value is used.  
In the actual experiment, the water column at condenser outlet change decreased as the heat amount 
increased and the water column increased according to the FR change, which showed the same tendency 
in modeling in Figure 11 (d).  
 
Figure 5. Comparison of thermosyphon modeling results and experimental results 
at trapezoid reflux condenser 
Based on the results of the thermosyphon experiment according to the condenser change, I compared 
the results to confirm the same tendency in this modeling. The experimental results and the modeling 
results were compared under the same conditions applied to the shell and tube condenser, and the 
experimental and modeling results of the trapezoid reflux type showed the same tendency. In Figure 12 
(a), (b) and (c) show the result of pressure and temperature, flowrate, the error is about 5%, similar to 
the shell and tube condenser. In addition, the height difference of the water column according to the 
condenser change shown in Figure 12 (d) was also similar to the modeling results and the lower result 
than the shell and tube condenser also showed the same tendency.
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Figure 13. Prediction of flowrate characteristics by Tsubcooling change 
This study found that the supercooling difference of evaporators according to condenser changes is 
related to evaporation and is an important factor that has a great influence on the increase of flow rate. 
Based on this, the flow rate performance prediction according to the change of the Tsubcooling of the 
evaporator was carried out in the modeling. For the reliability of the modeling, the flow rate 
characteristics were predicted according to the changes of Tsubcooling in the fixed FR and the supply heat 
amount.  
In reference to Figure 13 (a), (b), the change in Tsubcooling is found through modeling that it is highly 
related to the flow rate. Both condensers show a tendency to increase the flow rate with the decrease of 
Tsubcooling in the same condition, and when compared with the actual experiment in the same condition, 
the flow rate of about 1 ~ 2 g/s increased in Tsubcooling = 20℃. This shows that the factors affecting the 
flow rate improvement of loop thermosyphon are the supply heat amount, FR, and Tsubcooling. These three 
factors can be said to have a great effect on flow characteristics because the higher the supply heat 









3. Loop thermosyphon flow instability 
 
Figure 14. Loop thermosyphon flow instability 
As mentioned earlier, the flow instability of loop thermosyphon is associated with evaporation of 
working fluids and back flow by gravity in evaporators. When the working fluid evaporates in the 
evaporator, the water column at the condenser outlet is lowered and when the working fluid returns to 
the evaporator by the gravity and condensation according to the length of pipe, the water column at the 
condenser outlet increases. This phenomenon occurs repeatedly and can be seen through in Figure 14 
(a). 
Also, this flow instability is closely related to the heat mount supplied to the loop thermosyphon. 
Figure14 (b) shows the flow rate results according to heat amount. As can see in the picture, for low 
heat amounts, the flowrate represents very large fluctuation, while the fluctuation gradually decreases 
as the heat amount increases. This is because the working fluid is small of evaporation in low heat 
amount and most working fluid show backflow but the effect of evaporation as heat amount increases 
is larger than the backflow of working fluid.  
Based on these flow instability of the loop thermosyphon, the concept of electrical energy harvesting 
of liquid-solid is proposed based on friction energy between the working fluid and the pipe wall when 
the height of the water column at condenser outlet is changed. For this purpose, the experiment was 




Figure 5. Triboelectric generator applied to thermosyphon and modeling  
An introduction to loop thermosyphon was described in earlier with each component being identical. 
The shell and tube condenser with high fluctuation of water column was used and Figure15 (a) shows 
the experiment setup installed the triboelectric generator at condenser outlet. Figure15 (b) shows the 
3D modeling of triboelectric generators for the harvest of electrical energy by friction between liquid 
and solid.  
The FEP tube, which has high dielectric constant and hydrophobic characteristics, is a solid insulator 
and used for electrical energy harvesting, using a condition with an external diameter of 12.7mm and a 
wall thickness of 1mm. The electrode was attached to the outer wall of the FEP tube with a width of 
6.35mm at 0.5mm intervals using a conductive copper tape and three electrodes arrangement were 
arranged to compare the difference of electrical energy according to the flow pattern of the working 
fluid.  
Except bottom electrode, which is always filled with water, top electrode and middle electrode have 
two types of friction depending on the flow pattern of the working fluid. In the top electrode, the friction 
of the droplet shape in which the working fluid directly falls from the condenser outlet and In middle 
electrode, there are two power generation mechanisms of friction according to change height of water 





3.1. Triboelectric mechanism 
There is a description of the electrical energy generation mechanism by two friction that occur between 
working fluids and triboelectric generator.  
Figure 16 shows the electric energy generation mechanism that occurs when a droplet shaped working 
fluid falling from the condenser outlet is friction with the triboelectric generator. Figure 16 (a) represents 
an electrical equilibrium state with no effect between working fluid and FEP tube and fluororesin series 
such as FEP, PVDF and PTFE have a negative pole in the atmosphere because of its high negative 
polarity. When the surface of FEP tube was partially friction with the droplet, the surface of FEP tube 
and the droplet formed an interfacial electrical double layer and FEP tube showed negative polarity and 
relatively Droplet showed positive polarity. 
 
Figure 6 . Voltage generation process of triboelectric generator at top electrode. 
As a result, the part partially friction by the electrical double layer becomes an electrical equilibrium 
that an unbalanced electrical potential difference occurs between the two electrodes and the free electron 
is moved by the electrostatic induction phenomenon to balance. This movement of free electrons causes 
electrical energy to occur (Figure 16 b). When an electrical double layer is formed as much as the area 
of the electrode, it become as electrical equilibrium state as the electrode part, so that not the movement 
of free electrons and the electrical energy is generated. (Figure 16 c).
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Figure 16 (d) generates some unbalanced by potential difference instantaneously as described in Figure 
16 (b), and electrical energy is generated by movement of free electrons for electrical equilibrium.  
Figure 16 (e) is electrically balanced because the droplet is friction between the two electrodes as same 
electrical double layer. Therefore, electron movement is not generated and electrical energy is not 
generated. Figure 16 F ~ h is the same as the mechanism described above and repeats the above process.  
In addition to the power generation mechanism by droplets, the electrical generation mechanism of 
water column by the flow instability of loop thermosyphon is similar to the previously mentioned 
mechanism. 
 
Figure 7. Voltage generation process of triboelectric generator at middle electrode 
The electrical generation mechanism by water column occurs that electrons are moved crossed because 
water column are raised from the bottom up. Figure 17 (a) is the same as the description of Figure 16 
(a) and Figure 17 (b) indicates when friction occurs in part with the water column that comes up along 
the FEP tube. Electrical double layer is formed as much as the friction area, which becomes electrical 
equilibrium and causes the free electron to move to the bottom electrode due to unbalanced potential 
difference. In Figure 17 (c), The working fluid rubs against all electrode areas and is in perfect 
equilibrium state, so there is no movement of free electrons and no electrical energy. And then when 
the water column was even higher, the lower electrode is in perfect equilibrium with full contact with 
water, while the upper electrode is only partially in contact with water and the FEP tube, resulting in an 
unbalanced potential difference between the electrodes. 
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Therefore, free electrons are directed upward for electrical equilibrium and electrical energy is 
generated (Figure 17 d).  
In figure 17 (e), the fully risen water column friction against all areas of the two electrodes, resulting in 
electrical equilibrium and no free electron transfer. The completely filled water column causes friction 
again as the water column decreases, which causes uneven potential difference of the upper electrode 
and applies the electrical generation mechanism again (Figure 17 f). Figure 17 (g) and (h) are the same 
as the mechanism described above and repeats the above process. 
These two power generation mechanisms are applied, and in the case of droplets, random electrical 
energy characteristics are shown due to a large number of droplet but in the case of water columns, 
electrical energy characteristics with a constant cycle are shown. 
3.2. Results and discussions 
3.2.1. Comparison of voltage characteristics according to mechanism  
 
Figure 8. Voltage result according to mechanism 
To compare open circuit voltage according electrical generation mechanism above mentioned, the open 
circuit voltage in each electrode arrangement measured. The open circuit voltage was measured using 
an electro meter and all experiments were conducted under the same conditions 400W of heat amount 
and 10 data per second were collected for about 200 seconds in the steady state of loop thermosyphon. 
Figure 18 (a) represents the open circuit voltage generated in the top electrode, and the voltage result 
was measured to be constant without change because the condensed working fluid at the condenser 
outlet randomly drops. On the other hand, Figure 18 (b) shows the open circuit voltage in the middle 
electrode and unlike Droplet case, it can be seen that the amplitude of the voltage result appears 
according to the water column change. Figure 18 (c) shows the voltage results at the electrode where 




Figure 9. Peak to Peak and Vrms result 
To investigate the characteristics of the open circuit voltage according to the electrode arrangement in 
Figure 18, the peak to peak voltage were compared. In Figure 19 (a), when top electrode and middle 
electrode were compared, the minimum and maximum values of the voltage were higher in the middle 
electrode. This shows that friction of the working fluid and the FEP tube is more beneficial to the voltage 
generation when friction occurs in all areas by water column than partially friction by droplet.  
Also, the voltage generated by the two mechanisms has the characteristic of the AC voltage. In the case 
of the AC voltage, since the waveform rate continuously changes, the instantaneous voltage value 
changes. Figure 19 (b) shows conversion results of DC voltage from AC voltage. It can be seen that 












Figure 20. FFT results for voltage generation 
However, the peak voltage of the middle electrode showed a low generation frequency in previous 
results and to confirm this, compared the FFT for each electrode arrangement. The y-axis represents the 
amplitude according to the magnitude of the voltage result and the x-axis represents the voltage 
generation frequency.  
Figure 20 (a) shows the voltage generation frequency at the top electrode, which shows a low amplitude 
due to the relatively low voltage, but a constant voltage of about a 0.25 voltage amplitude with 10 Hz 
is generated. On the other hand, the middle electrode showed a high voltage amplitude but a very low 
voltage generation frequency.  
In the top electrode, a low voltage is generated but the generation frequency is high and the middle 









3.2.2. Comparison of open circuit voltage with wall thickness 
 
Figure 21. Voltage result according to insulator thickness difference 
In order to improve the voltage generated by these two mechanisms, the effect on the voltage result was 
compared according to the thickness of the insulator.  
Figure 21 (a) and (b) show the open circuit voltage results at the top electrode and middle electrode at 
0.5 mm FEP tube thickness, and Figures 20 (c) and (d) show the results at 2 mm thickness.  
As can be seen from the results, it can be seen that the thinner the thickness of the insulator, the greater 
the influence on the voltage generation. the difference in the voltage results showed a difference of 15V 
at the top electrode and 30V at the middle electrode.  
This result is due to the fact that the thinner the insulator is the more the negative charge of the FEP 
tube gets a shorter mutual distance with the positive charge of water. As a result, negative charge and 
positive charge can cause more surface friction and then More free space of negative charge is generated, 




3.2.3. Comparison of open circuit voltage with electrode width 
 
Figure 22. Voltage result according to electrode width 
To investigate the effect of electrode width on voltage generation, we compared the results through 
Figure 21. Figure 22 (a) and (b) show the open circuit voltage results at the top electrode and middle 
electrode at electrode width 10mm and 0.5 mm FEP tube thickness, and (c) and (d) show the results at 
electrode width 26mm. 
As the electrode width increases, the open circuit voltage increases regardless of the electrode 
arrangement and the maximum peak voltage reaches 125V at electrode width 26 mm. As the electrode 
width increases, the space for the free electrons to move can be widened and more can be moved during 
friction, so that a high voltage result can be obtained. 
Therefore, it can be seen that the friction area, the width of the electrode, and the thickness of the 





3.2.4. Open circuit voltage results of optimized TEG 
It can be seen that the thickness of the insulator and the width of the electrode mentioned above are 
very important factors for the voltage generation. Therefore, based on this, we have fabricated an 
optimal triboelectric generator that can be applied to loop thermosyphon and conducted experiments. 
 
Figure 23. Optimized triboelectric generator characteristics 
Figure 23 (a), (b), and (c) show the open circuit voltage, voltage FFT and capacitor charge time for the 
optimized triboelectric generator. The optimized triboelectric generator was made by 0.5mm of FEP 
tube wall thickness and 60mm of electrode width in Top Electrode at intervals of 0.5mm and only the 
droplet generation mechanism is done. voltage generation according to the height change of the water 
column by flow instability shows a high peak voltage but the voltage generation frequency is very low 
and the negative voltage and the positive voltage are unbalanced, so the capacitor can not be charged.  
Also, voltage generation frequency is decrease than before but this is because the length become longer 
as the electrode width increases. The highest voltage occurs over a Frequency of more than 1Hz (ie, 
about -20 or 40V per second), which consumes about 620 seconds to charge a 2V capacitor with 10μF. 
If many factors that improve the triboelectric energy in addition to factors such as the thickness of the 








3. Conclusion and Future work 
Two different types of condensers were applied to the loop thermosyphon to study the behavioral 
changes of the loop thermosyphon. The changes of operating characteristics were investigated 
according to the change of FR and the amount of supplied heat amount, and numerical modeling showed 
that the experimental results and the error probability were less than 5%. Also, suggested the concept 
of electrical energy production using the friction energy between the working fluid and the FEP tube 
caused by the flow instability of the thermal system. The mechanism of voltage generation was 
explained according to the flow characteristics of the working fluid and the characteristics of the finally 
optimized triboelectric generator were investigated.  
The following conclusions are deduced from the present study. 
Effect of condenser type change on loop thermosyphon performance.  
 In the case of shell and tube condenser, the working fluid evaporated in the evaporator 
condenses in the condenser and convection heat exchange occurs by the coolant depending on 
the length. On the other hand, the trapezoid reflux condenser has a coil with a flowing coolant 
in the center of the condenser and the vapor with low density moves to the space above the 
condenser, condenses after convection heat exchange and falls downward by gravity. 
Subsequently, condensed liquid fall by gravity flows along the inclined side. therefore, the 
condensed liquid will be cooled along its length along the sloped surface, resulting in a 
temperature difference at the condenser outlet. 
 These two condenser differences greatly affect the Tsubcooling of evaporator and show a large 
increase of circulating flowrate in the trapezoid reflux condenser with small Tsubcooling.  
 Numerical modeling of the proposed loop thermosyphon can be used to predict the flow rate 
and will be able to see the operating characteristics of the loop thermosyphon in various 
conditions for future testing. 
Future work 
 Comparison of operating characteristics of loop thermosyphon according to flowrate change 
of coolant in two condensers. 
 Comparison of the operating characteristics of two condensers according to the structure 
change of loop thermosyphon 
 proceeding to the heat amount analysis by considering the coolant flow rate of the condenser 
in numerical modeling. 
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Generation of electrical energy by the flow instability of loop thermosyphon.  
 Based on the two flow phenomena at the condenser outlet, the results of the open circuit 
voltage according to the electrode arrangement were measured and characteristics were 
determined. 
 The larger the contact area between the FEP tube and the working fluid, the higher the voltage 
results and the electrode width and insulate thickness is an important factor in the voltage  
 I also confirmed the relevance between flow instability and voltage and presented the 
possibility of harvesting and charging electric energy by applying optimized triboelectric 
generator. 
 Finally, I extended the applicability and scope of triboelectric generator by applying to system 
units a range of triboelectric generator that were only being studied on a conventional small 
scale 
Future work 
 To increase the friction area between the FEP tube and the working fluid, a method of 
increasing the surface area of the FEP tube, chemically or physically. 
 Since the voltage generation frequency of the triboelectric generator is closely related to the 
flowrate of the loop thermosyphon, the flowrate increase method through the structural change 
of the loop thermosyphon and applied to trapezoid reflux condenser. 
 Increase voltage method of triboelectric generators using thinner and higher dielectric constant 
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